DATE: September 27, 2012
TO: All Service and Parts Managers
SUBJECT: Approval of Manufactured Vent Systems for High Efficiency Furnaces

We are pleased to announce the approval of two alternate venting materials for use with Goodman® and Amana® brand high efficiency condensing furnaces that do not have discharge flue temperatures that exceed 140 degrees F. These alternates are InnoFlue by Centrotherm Eco Systems and Poly Pro by M&G Duravent.

These materials are listed for use in Canada and the United States and are intended to supplement the materials specified in the Goodman/Amana Installation Instructions. The Goodman/Amana Installation Instructions will be updated to mention these two manufacturers at our earliest convenience.

It is important to follow each alternate manufacturer’s Installation Instructions and to not mix materials.

For more information regarding the use of Poly Pro visit: http://www.duravent.com/index.aspx. For the same information on the use of InnoFlue, visit http://www.centrotherm.us.com/.

Note: These vent systems are NOT for use with any 80% gas furnaces.